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Install the pump so that it is not stressed or strained by the pipework,
especially tension caused by variations in temperature. If pumps are
installed in long pipes, these should be adequately supported before and 
after the pump.

If there is any danger of the pump running against a closed valve in the 
discharge pipe, a bypass should be installed on the discharge side of the 
pump to ensure that adequate cooling and lubrication water is circulated 
through the pump (a minimum flow equal to 10% of the nominal flow is 
needed at all times).

This is less for CHIE pumps. CHIE pumps can automatically stop at no-flow 
conditions.

5. Electrical connections 

The electrical connection and protection should be carried out in
accordance with local regulations. The connections are shown in the
wiring diagram inside the terminal box cover.

The operating voltage and frequency are marked on the nameplate. Please 
make sure that the motor is suitable for the electricity supply on which it 
will be used.

CHI single-phase motors DO NOT incorporate a thermal overload switch 
and require additional motor protection. (CHIE motors do not require this, 
only fuses or circuit breakers per instructions in the “CRE...CHIE Installa-
tion and Operating Instructions.”)

Three-phase motors must be connected to an approved motor starter. The 
set nominal current of which must correspond to the electrical data on the 
pump nameplate.

• Do not start the pump until it has been filled with liquid.

• Connections should be made as shown on the inside of the terminal 
box cover.

• Choose one of the two CHI cable entries and knock out the pre-cut disk. 
CHIE instructions are in the “CRE...CHIE Installation and Operating
Instructions.”

On pumps with the base plate fitted to the pump, the terminal box can be 
turned to three positions, in 90° steps, see fig. 3.

To change the position of the terminal box, proceed as follows:

1. Remove the four screws securing the motor to the motor stool.

2. Turn the motor to the required position.

Replace and tighten the four screws.

Fig. 3 

Pumps with the base plate fitted to the motor must be installed with the 
terminal box in position 0°, see fig. 4.

Fig. 4 

6. CHIE-Plus – Additional instructions

• Attach the transducer/tank assembly to the pump. The mating
half-union is already installed on the pump. Position the assembly such 
that the tank points in the same direction as the pump inlet.

• Install the check valve at or near the suction port and a pressure gauge 
down line from the pump discharge.

• Prime the pump through the priming plug on the cross fitting.

• At start-up, make sure fluid is supplied to the inlet of the pump. Adjust 
the pump by pressing the “+” or “-” buttons until the desired setpoint is 
achieved. Open the priming plug slightly to allow residual air to escape. 
If the fluid is something other than water, take care to make sure
escaping air/fluid does not cause harm to the installer or adjacent 
equipment. Tighten the priming plug.

• To test the “stop function,” close the pump discharge (isolation valve or 
demand fixtures). The pump should stop within two minutes. If it does 
not stop, check for plumbing leaks.

• To test the constant pressure function, open the discharge slightly and 
adjust the “+” or “-” buttons to the desired setpoint. As the flow is
varied, the pump will change speed to maintain the desired pressure. If 
the pressure drops as you increase the flow, you may have exceeded the 
maximum capacity of the pump.

• The desired pressure is only maintained when the demand point is
under the maximum pump curve.

7. Start-up

7.1 Priming

Before startup, or if the pump has been drained, the pump must be filled 
with liquid and vented.

Proceed as follows:

In closed systems or open systems where the liquid level is above the 
pump inlet:

1. Close the discharge isolating valve.

2. Remove the priming plug in the pump sleeve, see fig. 5.

Slowly open the isolating valve in the suction pipe until a steady stream of 
liquid runs out of the priming port.

3. Start the pump and slowly open the discharge valve until it is fully 
open.

4. Completely open the isolating valve(s).

Fig. 5 

In open systems where the liquid level is below the pump inlet, the
suction pipe must also be filled with liquid and vented before the pump
is started:

1. Close the discharge isolating valve. 

2. Remove the priming plug in the pump sleeve.

3. Pour water through the priming hole until the suction pipe and the 
pump are completely filled with liquid.

- If the suction pipe does not slope downwards away from the pump, 
air must be purged from the suction pipe while the pump is being 
filled.

- Filling may take place at the highest point of the suction pipe if this is 
above the priming plug of the pump.

4. Replace the priming plug and tighten securely.

7.2 Checking direction of rotation (CHI three-phase)

Arrows on the fan cover indicate the correct direction of rotation. The 
pump should rotate counter-clock-wise when seen from the motor fan. To 
reverse rotation, switch off electricity supply and interchange any two of 
the incoming supply wires.

Never make any connections in the pump terminal box unless 
the electricity supply has been switched off.

The pump must be connected to an external main switch.
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At high system temperatures, the pump may be extremely hot.
Do not touch it.

The escaping liquid may be scalding hot. Therefore, care must 
be taken to ensure that the liquid does not cause personal
injury or damage to other components.
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8. Operation and Maintenance

8.1 Frequency of starts and stops 

Maximum 100 starts per hour. 

8.2 Maintenance

Pump and motor are maintenance free.

8.3 Freeze protection 

Pumps which are not being used during periods of freezing should be 
drained to avoid damage. 

Remove the priming and drain plugs and allow the pump to drain. Do not 
replace the plugs until the pump is to be used again.

8.4 Cleaning

If the pump has been used for pumping aggressive or polluted liquids,
it should be flushed through with clean water to avoid corrosion or
sediment in case the pump is not being used for some time.

8.5 Service

If GRUNDFOS is requested to service the pump, GRUNDFOS must be
contacted with details about the pumped liquid, etc., before the pump is 
returned for service. Otherwise GRUNDFOS can refuse to accept the pump 
for service.

Possible costs of returning the pump are paid by the customer.

9. Preliminary Checks

9.1 Measuring Voltage

Use a volt meter, (set to the proper scale) measure the voltage at the 
pump terminal box or starter.

On single-phase units, measure between 
power leads L1 and L2 or L1 and N for 115 
volt units). On three-phase units, measure 
between:

• Power leads L1 and L2

• Power leads L2 and L3

• Power leads L3 and L1

What it means

When the motor is under load, the voltage 
should be within +/- 10% of the nameplate voltage.  Larger voltage varia-
tion may cause winding damage.

Large variations in the voltage indicate a poor electrical supply and the 
pump should be not operated until these variations have been corrected. 
If the voltage constantly remains high or low, the motor should be 
changed.

9.2 Measuring Current

Use an ammeter (set on the proper scale) to measure the current on each 
power lead at the terminal box or starter. See the motor nameplate for 
amp draw information.

Current should be measured when the pump is operating at constant
discharge pressure.

What it means

If the amp draw exceeds the listed service 
factor amps (SFA) or if the current imbal-
ance is greater than 5% between each leg on 
three-phase units, check the following:

• Burned contacts on motor starter.

• Loose terminals in starter or
terminal box or possible wire defect.

• Too high or too low supply voltage.

• Motor windings are shorted or grounded.  Check winding and
insulation resistances.

• Pump is damaged causing a motor overload.

9.3 Measuring Resistance

Turn off power and disconnect the 
supply power leads in the pump 
terminal box.  Using an ohm or 
mega ohm meter, set the scale
selector to Rx 100K and zero adjust 
the meter. Measure and record the 
resistance between each of the
terminals and ground.

What it means

Motors of all HP, voltage, phase and cycle duties have the same value of 
insulation resistance.  Resistance values for new motors must exceed 
1,000,000 ohms.  If they do not, motor should be repaired or replaced.

10. Fault-finding chart

4. Disposal

Disposal of this product or parts of it must be carried out according to the 
following guidelines:

1. Use the local public or private waste collection service.

2. In case such waste collection service does not exist or cannot handle 
the materials used in the product, dispose of the product according to 
local regulations.

The escaping liquid may be scalding hot. Therefore, care must be 
taken to ensure that the liquid does not cause personal injury or 
damage to other components.

If a pump has been used for a liquid which is injurious to health 
or toxic, the pump will be classified as contaminated.

Before removing the terminal box cover make sure that the elec-
tricity supply has been switched off. The pumped liquid may be 
scalding hot and under high pressure. Before any removal or dis-
mantling of the pump, the system must therefore be drained or 
the isolating valves on either side of the pump must be closed.

Fault Cause

1. Motor does not start when 
the motor starter is oper-
ated.

a.  Supply failure.
b.  Fuses blown.
c. Motor starter overload has 

tripped out.
d. Main contacts in starter are not 

making contact or the coil is faulty.
e. Control circuit fuses are defective.

2. Starter overload trips out
immediately when supply 
is switched on.

a. One fuse is blown.
b. Contacts in overload are faulty.
c. Cable connection is loose or faulty.
d. Motor winding is defective.
e. Pump stiff and not free to run.
f. Overload setting too low.

3.Motor starter overload 
trips out occasionally.

a. Overload setting too low.
b. Periodic supply failure.
c. Low voltage at peak times.

4.Pump does not run when 
starter is operated. a. Check 1 a), b), d), and e).

5. Pump capacity not con-
stant.

a. Pump inlet pressure is too low.
b. Suction pipe partly blocked by

impurities.
c. Pump takes in air.

6.Pump runs but gives no 
water.

a. Suction pipe blocked by impurities.
b. Foot or non-return valve blocked in 

closed position.
c. Leakage in suction pipe.
d. Air in suction pipe or pump.

7. Pump runs backwards 
when switched off.

a. Leakage in suction pipe.
b. Foot or non-return valve defective.
c. Foot valve blocked in open or partly 

open position.
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Example
Pump version
A	 Basic version
Pipe connection
W	 Internal thread
B	 NPT thread
N	 Connecting thread, special
Materials
G	 Stainless steel parts in
	 316SS or similar class
X	 Special version�
Code for rubber parts in pump
E	 EPDM
V	 FKM
Shaft seal, CHI
B	 Rubber bellows seal
U	 Tungsten carbide (wolfram carbide)
Q	 Silicone carbide
B	 Carbon
E	 EPDM
V	 FKM

Codes
BQQE

BQQE

B - G - EA

Example
Type range
MLE motor
Rated flow rate in m3/h
Number of stages x 10
Code for pump version
Code for pipe connection
Code for materials
Code for shaft seal

CHI(E) 2 and CHI(E) 4

Type Keys Grundfos CHI(E)

CHI(E) 8 and CHI(E) 12

CHI 4E -40 BQQE - A - B - G

Example
Type range
MLE motor
Rated flow rate in m3/h
Number of 130 mm�
diameter impellers
Number of 98 mm
diameter impellers:
0 = none
S = impeller�
(20S = 2 Ø98 impellers)
Code for pump version
Code for pipe connection
Code for materials
Code for shaft seal

CHI 8E -1  0 BQQE - A - B - G



LIMITED WARRANTY

Products manufactured by GRUNDFOS PUMPS CORPORATION (GRUNDFOS)  are warranted to
the original user only to be free of defects in material  and workmanship for a period of 24
months from date of installation, but not more than 30 months from date of manufacture.
GRUNDFOS' liability under this warranty shall be limited to repairing or replacing at
GRUNDFOS' option, without charge, F.O.B. GRUNDFOS' factory or authorized service station,
any product of GRUNDFOS' manufacture. GRUNDFOS will not be liable for any costs of
removal, installation, transportation, or any other charges which may arise in connection with
a warranty claim. Products which are sold but not manufactured by GRUNDFOS are subject to
the warranty provided by the manufacturer of said products and not by GRUNDFOS' warranty.
GRUNDFOS will not be liable for damage or wear to products caused by abnormal operating
conditions, accident, abuse, misuse, unauthorized alteration or  repair, or if the product was not
installed in accordance with GRUNDFOS' printed installation and operating instructions.

To obtain service under this warranty, the defective product must be returned to the
distributor or dealer of GRUNDFOS' products from which it was purchased together with proof
of purchase and installation date, failure date, and supporting installation data. Unless
otherwise provided, the distributor or dealer will contact GRUNDFOS or an authorized service
station for instructions. Any defective product to be returned to GRUNDFOS or a service station
must be sent freight prepaid; documentation supporting the warranty claim and/or a Return
Material Authorization must be included if so instructed.

GRUNDFOS WILL NOT BE LIABLE FOR ANY INCIDENTAL OR CONSEQUENTIAL DAMAGES, LOSSES,
OR EXPENSES ARISING FROM INSTALLATION, USE, OR ANY OTHER CAUSES. THERE ARE NO
EXPRESS OR IMPLIED WARRANTIES, INCLUDING MERCHANTABILITY OR FITNESS FOR A
PARTICULAR PURPOSE, WHICH EXTEND BEYOND THOSE WARRANTIES DESCRIBED OR REFERRED
TO ABOVE.

Some jurisdictions do not allow the exclusion or limitation of incidental or consequential
damages and some jurisdictions do not allow limitations on how long implied warranties may
last. Therefore, the above limitations or exclusions may not apply to you. This warranty gives
you specific legal rights and you may also have other rights which vary from jurisdiction
to jurisdiction.





Bombas Grundfos de Mexico, S.A. de C.V.
Boulevard TLC #15
Parque Stiva Aeropuerto
Apodaca, N.L.  Mexico  
C.P. 66600 
Telephone: 52-81-8144-4000
Fax: 52-81-8144-4010

North American Regional Headquarters
Grundfos Pumps Corporation
17100 W. 118th Terrace
Olathe, KS  66061
Telephone (913) 227-3400
Fax: (913) 227-3500

www.grundfos.com

Grundfos Canada, Inc.
2941 Brighton Road
Oakville, Ontario L6H 6C9, Canada
Telephone: (905) 829-9533
Fax: (905) 829-9512
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Being responsible is our foundation

Thinking ahead makes it possible

Innovation is the essence

Grundfos Pumps Corporation
17100 W. 118th Terrace
Olathe, KS  66061
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Fax: 913 227 3500
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Grundfos Canada, Inc.
2941 Brighton Road
Oakville, Ontario L6H 6C9   Canada
Telephone: 905 829 9533
Fax: 905 829 9512
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